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To reduce the risk of fire, connect only to a circuit provided with Model HQW2-50C-W1-N1-N-23, HQW2-50C-N1-N1-N-23, HQW2-50C-W1-N2-N-23-D 
for 50 A; Model MQW2-50C-M2-R1-N-23, HQW2-50C-W1-N1-N-23, HQW2-50C-N1-N1-N-23,  MQW2-50C-M2-R2-N-23-D, HQW2-50C-W1-N2-N-23-D 
for 62.5 A amperes maximum branch circuit overcurrent protection in accordance with the National Electrical Code, ANSI/NFPA 70 and the Canadian 
Electrical Code, Part I, C22.1.
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https://simpsoncleaning.com/wp-content/uploads/SPG-IM.pdf
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